one foot

three inches

one foot

KEY NOTES

@ (E) AH-2 TO REMAIN, REPLACE INDIVIDUAL SUPPLY FAN
MOTOR, RETURN FAN MOTOR WITH ALL ASSOCIATED BELTS
AND SHEAVES. REPLACE ALL CONTROLS WITH NEW DIGITAL
CONTROLS. CLEAN COILS, DRAIN PANS AND VACUUM OuT
INSIDE OF EACH SECTION OF UNIT. ADD SEISMIC BRACING TO
MAIN DUCTWORK. AND COIL PIPING.

Al A B C.1 C D E 3 (2D (E) AH-3 TO REMAIN, REPLACE INDIVIDUAL SUPPLY FAN

MOTOR, RETURN FAN MOTOR WITH ALL ASSOCIATED BELTS
AND SHEAVES. REPLACE ALL CONTROLS WITH NEW DIGITAL
CONTROLS. CLEAN COILS, DRAIN PANS AND VACUUM oOUuT
INSIDE OF EACH SECTION OF UNIT. ADD SEISMIC BRACING TO
b MAIN DUCTWORK. AND COIL PIPING.

(E) AH-4 TO REMAIN, REPLACE INDIVIDUAL SUPPLY FAN
MOTOR, RETURN FAN MOTOR WITH ALL ASSOCIATED BELTS
AND SHEAVES. REFPLACE ALL CONTROLS WITH NEW DIGITAL
CONTROLS. CLEAN COILS, DRAIN PANS AND YACUUM OuT
INSIDE OF EACH SECTION OF UNIT. ADD SEISMIC BRACING TO
MAIN DUCTWORK AND COIL PIPING.
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(E) AH TO REMAIN.

(E) FUME HOOD UTILITY TYPE EXHAUST FAN ON ROOF TO
REMAIN. REFPLACE (2) 12 GAUGE GUIDE WIRES TO STRUCTURE
TO SUPPORT 1'-@2" HIGH DUCT OUTLET STACK.

STAIR #2

/TN TP FLEX
CONNECTION
\UH50)/ AT ALL UNITS

(E) ROOFTOP EXHAUST FAN TO REMAIN.

® 006

(E) TRANSFORMER TO REMAIN.
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one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

one eighth inch
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PENTHOUSE MECHANICAL REMODEL FLOOR AND ROOF PLAN A =V

@ SCALE:
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PROVIDE WARM SHELL SPACE ONLY AT
DEDUCT ALTERNATE *2. SEE MHII4

(E)_10"-0% 40" (E) 60"x72"
JOA INTAKE O.AINTAKE § ° PROVIDE GASKETED REMOVABLE ACCESS PANEL ON SIDE
— - - - - - - - T - - - - A =t = = e St = — = = = = = - - - - - - - OF (E) DUCT TO REMAIN AND CLEAN DUCT PER SPEC. SECT.
| . ! -1 i 23 3| 0@, PARAGRAPH 36. SEE DEDUCT ALTERNATE %2
Ge>o—- 0 B NOTES ON SHEET MH60D.
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